NORTH BIHAR POWER DISTRIBUTION CO. LTD.
[Office of Chief Engineer, Project-11]
(Regd. Office: VidyutBhawan, Bailey Road, Patna)
CIN No: U40109BR20125GC018920

Letter No: é ﬂ Contact No: +91-9264437179
[File No: NB/P-1I/RDSS|G TP/Drawing/Darbhanga-20/2023]

Dated: _ )Y [05/2023 E-mail: cerdssnbpdel2@gmail.com
From,

Pranav Kumar
Chief Engineer (Project-II)
To,

M/s JSP Projccts Limited,

Tlat Mu. 3 2™ Floot, 3" 13-4,

Neharu Nagar, Ghaziabad (UP)- 201001
Email: contract@jspprojects.com

Sub: - Approval of GTP & Drawings of 8Mtr, 200Kg PSC Pole against NIT No: 31/PR/NBPDCL/2022 for
Darbhanga Circle.

Ref: 1. This Office NOA No: /5& 16 dated 06.03.2023.
2. Your Letter No- JSP/PAT/03 dated- 27.04.2023

With reference to the subject noted above, kindly find enclosed the copy of approved GTP & drawing of
8Mitr. 200Kg PSC Pole for Development of Distribution Infrastructure against NIT No: 31/PR/NBPDCL/2022
for Darbhanga Circle under Revamped Reforms-Based And Results-Linked, Distribution Sector Scheme.

SI. No. Name of [tem Vendor Name

M/s Gandhar Concrete Pole (Unit-II)
at Muzaffarpur Darbhanga Highway, Near Methi toll Plaza,
: 8Mir. 200Kg PSC Pole Gaighat, Muzaffarpur-843118

The Corrections wherever required in GTP/ Drawing submitted by you have been done. However, these
drawings shall be subject to correctness as per technical specifications of the tender document and the entire
responsibility of the correctness of the drawing as per the specifications as well as supply of material according
to the technical specifications of the contract agreement shall be responsibility of the contractor.

In case of any conflict or contradiction between GTP / Drawings & Technical Specifications, the
decision of C.E. (Project-II) shall be final and binding on both the parties. Contractor shall have to replace the
material to the entire satisfaction of the owner in case the material is found unsuitable for use in the project, at
any stage. This approval is up to validity of valid type test certificate. In case any problem/ issue arises with
regard to material/ vendor at any stage, NBPDCL reserves the right to withdraw the approval of vendor as well
as ask you to replace the materials at your own cost.

Please carry out the works immediately under conditions stated above.

Encl.:- As above.

Yours faithfully V’,_‘,,/ 3
W ap™

RV"”’/O%S

(Pranav Kumar)
Chief Engineer (Project-II)
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NORTH BIHAR POWER DISTRIBUTION €0. LTD (NBPDCL)

PROJECT | Development of Distribution Infrastructure at Darbhanga Electric Supply Circle.

Supply. Contract - NOA No.15 dated 06.03.2023
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CLIENT  |NORTH BIHAR POWER DISTRIBUTION CO: LTD (NBPDCL)

o PROJECT DWEIOMBW@W&EOH !nfrastructnre at Darbhanga Electric Supply Circle

dated (6032023

_LOINO.

6 dated 06032023

Contractor [JSP Pm;mm Ltd.

maﬂu m‘usz@.or .
1.“Nameof‘ Len : i

~:6andhar Cancretie Pole (Umt—!l)

3 Manufacturmg Umt > Muzaffarpur Darbanga Highway Nr Methi toﬁljf
: : plaza, Village Methi, Post Methi Thana
i . Gaighat, Dist Muzaffarpur -843118
3. OverAlllength  :8Mirs.
- 4. Depth of Plantatmn s LEMES 4 o
5. Applicable Standard ~ ; AsperiS 1678, 1S 2605, 1S 7321
6. Minimum Ultlmate Transverse 500 Kgs Load
- 7. Weight of pole in AK‘gs_, : 380 Kgs. Approx "
8 FactorofSafety <25/, s, 5
9—.- Workmg Load Appl‘ed at 60& ZQDKgs

.10 Volume of Pa!e,!nq .157 Cubic Meter ‘/ :
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