NORTH BIHAR POWER DISTRIBUTION CO. LTD.
(Regd. Office: Vidyut Bhawan, Bailey Road, Patna)

CIN No: U40109BR2012SGC018920

[Office of Chief Engineer, Project-II]

Letter No: __f 6 5 Contact No: +91-9264437179
[File No: NB/P-II/RDSS//V.A/Begusarai-Ranjeet Con./55/2023]

Dated: JU/ph]2022 E-mail: cerdssnbpdel2@gmail.com
From,

Pranav Kumar
Chief Engineer (Project-II)
T8

M/s Techno Power Enterprises Pvt. Ltd.

INFINITY "THINK TANK" Tower I, 10th Floor Plot No A3, Block-GP, Sector V,
Salt Lake City, Kolkata -700091 (WB)

Email: tpeplpatna@mail.com, smurarka_1@hotmail.com, rabi@rausheenagroup.com

Sub: - Approval of GTP & Drawings of 8Mtr. 200kg PSC Pole against NIT No: 34/PR/NBPDCL/2022 for
Begusarai Circle.

Ref: 1. This Office NOA No: 21 & 22 dated 06.03.2023.
2. This office letter no.- 149 dated 09.06.2023.
3. Your Letter No- TPEPL/NBPDCL-Approval/2023-24/052 dated- 13.06.2023.

With reference to the subject noted above, kindly find the copy of GTP & drawing of 8Mtr. 200kg PSC Pole
for Development of Distribution Infrastructure against NIT No: 34/PR/NBPDCL/2022 for Begusarai Circle
under Revamped Reforms-Based And Results-Linked, Distribution Sector Scheme.

Sl. No. Name of Item Vendor Name
M/s Ranjeet Concrete Corporation,
1 8Mtr. 200kg PSC Pole Industrial Area, Barauni, P.O- Tilrath (Begusarai),
Bihar

The correction wherever required in GTP/ Drawing submitted by you has been done. However, (hese
Drawings shall be subject to correctness as per technical specifications of the tender document and the entire
responsibility of the correctness of the drawing as per the specifications as well as supply of material according
to the technical specifications of the contract agreement shall be responsibility of the contractor.

In case of any conflict or contradiction between GTP / Drawings & Technical Specifications, the
decision of C.E. (Project-II) shall be final and binding on both the parties. Contractor shall have to replace the
material to the entire satisfaction of the owner in case the material is found unsuitable for use in the project, at
any stage. This approval is up to validity of valid type test certificate. In case any problem/ issue arises with
regard to material/ vendor at any stage, NBPDCL reserves the right to withdraw the approval of vendor as well
as ask you to replace the materials at your own cost.

Encl.:- As above.
Y/Qurs faithfully

\M"'/V
’ ﬂ\MJ/\/\Lf‘/\l) .’)/093

(Pranav Kumar)
Chief Engineer (Project-II)



MemoNo_ /43 Dated | 4/p¢ /20932

Copy forwarded to M/s Vindhya Telelinks Ltd., Delhi / M/s Cabcon Limited, Kolkata/ M/s JSP Projects
Limited, Ghaziabad / M/s Vaishno Associates Vidyut Projects LLP, Jaipur for kind information & necessary
action.

Vw.,.»rt/
(Pranav Kumar)
Chief Engineer, Project-II

MemoNo /b3 Dated Iu/oé/wls

Copy forwarded to Chief Engineer, Project-I (Urban) for kind information & necessary action

v L\é 2223
(Pranav Kumar)
Chief Engineer, Project-II

MemoNo_ /72 Dated_IY/pé /2023

Copy forwarded to Director Projects, NBPDCL / OSD to MD, NBPDCL for kind information.
W lel-/‘/

(Pranav Kumar)
Chief Engineer, Project-11




Ui

Guaranteed Technical Particulars of 8 Mtr 200KG PSC Pole
g,—
SI. No Description Unit Particulars
1 Type of Pole Pre Stress Concrete
2 Factor of Safety : 257
3 Overall Length of Pole(Meter) MTR 8 ~
4 Working Load Kg 200~
5 Point of Application of Load 600 mm below from top 2~
6 Depth of Plantation (Black Coloured) Mm . 1500~
7/ Overall Dimensions
i) Bottom Depth mm 290 /.
i) top Depth mm 145 »
Breadth mm 90 ~
8 Reinforcement Details y
i) Diameter of Pre Stressing Wire mm 4/
ii) No. of Tensioned Wires Nos. 12i
iii) No. of Untensioned Wire Nos. 2t
iv) Length of each Untensioned wire Mtr. 3.95 ] :
v) Ultimate Tensile Strength Ke/om’® 17500 ~ L ne coment vsed 2
vi) Steel Quantity Kg/pole 1025 12 mmm/uc usee o P10
9 [Concrete Detail (M-4ZGrade) \-G0 /U ool Comfaping o J524
1) Cement Type Ordinary Portland Cement 1976 Lsnm\gﬂtm ‘9::)
2 2 ; 0o NBS o Iy
i : 2 A Kg/em 210 kg/em” after 72 Hrs (min) \‘; e \fzw’ ) O 1
1 AR e, Kg/em? 420 kg/om® after 28days (min) * ot {5 Pecificutio-
FEN ha}";d Pesdrng
iiii) Concrete Quantity Cubic meter/pole 0.157m>~ Pe sy lnd (O «
iv) Concrete covering to Wires Mm 20~
10 GI earthing wire SWG 8~
11 Length of GI Earth Wire Mitr T25°€
12 Weight of PSC Pole Kg : 380 ~
13 18 MM holes At a Distance of from top Mm 100, 200 in elevation view :
. 75,375, 675, 975, 1275 in side view be
MBI | s bus o]
Developed under RDSS/’BPIfét{ Fakers Sr /-,?0’5
14 Engraving Marking ‘ No., Manufacturer's Name Month/Year of /| pyijntedd 0 727077
Manufacture colenst Z,’w'" toP
15 |Standard confirming to up te 3t (15'"5/2"’";,
Pole ; IS: 1678/2000
Cement 1S:8041 :
Aggregates IS: 383/1970 AFFROVED
Pre stressing wire 1s:600083ie@ct {0 {hle conditicn th
Concréte Mix IS:456R0008 =xr: it b OiVG‘C?_Of i
: #~_#15mm on overall length ofrpele. pogsibility of
Tolerance Dimensions ~ A% 5mm on sectional dimension..... s aterials
0.5% on the uprightness of pole rateriais
: = . > K v
&te :- | Left over Parameters if any shall be as per relevant IS and Technical specification of RDSS |/ W '\
Chief Enginesr (Projoct-i)
7 NBPNC
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: 4 BEIOW FEOM TOP OP POLE.
S. ALL DIMENSIONS ARE IN M.
¢ 4, DRAWING NOT TO SCALR.
7 e 290 <
- s
r NOTE: Manufactured:- Ranjeet concrete corporation g 1&,,,»»‘/"
MARKING EMBOSSED ON TRANSVERSE FACE OF | Barauniindustrial area,Tilrath, Begusarai \/D./\)’
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RT3, 558 EAGH. NOA NO : 21 &22 Date 06/03/2023
s FILE NO :NB/P-11/RDSS/Tender25/2022
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